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Fire Apparatus Access Road Width 

Fire apparatus access roads shall have an unobstructed driving surface width of not less than 20 feet, 
exclusive of shoulders, and an unobstructed vertical clearance of not less than 13 feet 6 inches. This 
includes public streets, private streets, private drives and parking lot drive aisles. An Emergency Access 
Easement may be required to be dedicated on non-public roadways. 

• Roads 20 to 26 feet wide shall be posted on both sides as a fire lane. Parking is prohibited on both 
sides of these streets.  

• Roads 26 to 32 feet wide shall be posted on one side as a fire lane. Parking may be permitted on 
only one side of these streets. 

Where a roadway is serving two or fewer dwelling units and/or accessory buildings, the drivable surface 
may be reduced to 12 feet if the roadway curves and turns can be navigated by a fire apparatus; however, 
the roadway shall still have an unobstructed width of not less than 20 feet.  

Aerial Fire Apparatus Access Roads 

For any building with a vertical distance between the grade plane and the highest roof surface exceeds 30 
feet, approval aerial fire apparatus access roads shall be provided for the building. The highest roof 
surface is measured to the bottom of the eave of a pitched roof, or the intersection of a flat roof to the 
exterior wall, or the top of parapet walls, whichever is greater. Aerial fire apparatus access roads shall 
have a minimum unobstructed driving surface width of 26 feet in the immediate vicinity of the building. 
This includes public streets, private streets, private drives and parking lot drive aisles. An Emergency 
Access Easement may be required to be dedicated on non-public roadways. 

At least one of the required aerial fire apparatus access routes shall be located between 15 and 30 feet 
from the building, and shall be positioned parallel to at least one entire long side of the building that has 
openings suitable for firefighter entry into the building.  

Fire Apparatus Access Road Distance from Buildings 

An approved fire apparatus access road shall be within 150 feet of all portions of the first story exterior 
wall of any building, as measured by an approved route around the exterior of the building. 

 

 

                                                                                                    

 

 

 

 

 

 

 

 

 

Figure 4: Fire Apparatus Access Road Distance from Buildings 
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Fire Lane – No Parking Signs and/or Painted Curbs 

Where required by the Fire Code Official, fire apparatus access roadway curbs shall be painted red at 
approved locations and/or approved “Fire Lane – No Parking” signs shall be installed. Paint and signs 
shall be installed and maintained by the property owner. Signs shall be installed with a clear space above 
grade level of seven (7) feet and shall be installed 45-degrees from the traffic flow line.  

Gates 

Gates that are installed to secure fire apparatus access roads shall comply with all of the following: 

• Minimum unobstructed width of 20 feet 
• Gates serving one- or two-family 

dwellings shall be a minimum of 12 feet in 
width 

• Gates shall be set back a minimum of 30 
feet from the intersecting roadway 

• Gates shall be of the swinging or sliding 
type 

• Manual operation shall be capable by one 
person  

• Electric gate operators, when required, 
shall be listed in accordance with UL 325. 

• Gate components shall be maintained in 
an operative condition at all times, or 
replaced or repaired when defective. 

• Gates intended for automatic operation 
shall be designed, constructed and 
installed to comply with the requirements 
of ASTM F 2200. 

• Electric gates shall be equipped with a 
means for operation by fire department 
personnel (sire activation or Knox key 
switch). Private key pad is not acceptable. 

• Manual opening gates may require a Knox 
padlock or Knox Box to ensure fire 
department access. 

Bridges and Elevated Surfaces 

Where a bridge or an elevated surface is part of a fire apparatus road, whether public or private, the 
bridge shall be constructed and maintained in accordance with the State of Colorado Department of 
Transportation and the American Association of State Highway and Transportation Officials Standard 
Specification for Highway Bridges. Bridges and elevated structures shall be designed for a live load 
sufficient to carry the imposed loads of fire apparatus. Vehicle load limits shall be posted at both 
entrances to bridges when required by the Fire Code Official. Where elevated surfaces designed for 
emergency vehicle use are adjacent to surfaces which are not designed for such use, approved barriers, 
approved signs, or both shall be installed and maintained when required by the Fire Code Official. The 
design engineer may be required to provide written final approval of the bridge to FRFR after 
construction is completed. Maintenance of the bridge shall be the responsibility of the party(ies) that use 
the bridge for access to their property(ies). FRFR may at any time, for due cause, ask that a registered 
engineer inspect the bridge for structural stability and soundness at the expense of the property 
owner(s) the bridge serves. 

WATER DISTRICTS 

The Front Range Fire Rescue response area is served by four water districts. Each water district may 
have unique requirements for its service area. For additional information, please contact the water 
district that serves your project. 

Town of Johnstown Water Department: 970-587-4664 
www.townofjohnstown.com/93/utilities 

Town of Milliken Public Works Department: 970-587-4331 
www.millikenco.gov 

http://www.townofjohnstown.com/93/utilities
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City of Greeley Water Department: 970-350-9811 
www.greeleygov.com/services/ws/home 

Little Thompson Water District: 970-532-2096 
 www.ltwd.org  

Central Weld County Water District: 970-352-1284 
www.cwcwd.com 

 

FIREFIGHTING WATER SUPPLIES 

Front Range Fire Rescue reviews all submitted plans for compliance with water supply requirements of 
the adopted fire code. This and the following section can be used to highlight requirements for water 
supply, as well as fire flow and fire hydrant requirements.  

Access and Firefighting Water Supply During Construction 

Approved fire apparatus access roadways and firefighting water supplies shall be installed and 
operational prior to any combustible construction or storage of combustible materials on the site. 

 

Commercial and Multi-Family Building Fire Flow 

The minimum fire flow and flow duration for buildings other than one- and two-family dwellings shall be 
determined in accordance with Appendix B and Table B105.1, as displayed on the following page. The 
required fire flow for a building shall not exceed the available GPM in the water delivery system at 20 psi. 

Exception: A reduction in required fire flow of up to 75 percent, as approved, is allowed when the 
building is equipped with an approved automatic fire sprinkler system installed in accordance 
with IFC 903.3.1.1 or 903.3.1.2. The resulting fire flow shall not be less than 1,500 gpm for the 
prescribed duration as specified in Table B105.1. 

One- and Two-Family Dwelling Fire Flow 

The minimum available fire flow for single-family dwellings and duplexes served by a municipal water 
supply shall be 1,500 gallons per minute. If the structure is 3,600 square feet or larger, the required fire 
flow shall be determined according to Table B105.1, as displayed on the following page. 

Exception: A reduction in the required fire flow of up to 50 percent, as approved, is allowed when 
the building is equipped with an approved automatic fire sprinkler system. 

Required Fire Flow for Rural Buildings 

Required fire flows for buildings constructed in rural areas in which adequate and reliable water supply 
systems do not exist shall be calculated in accordance with National Fire Protection Association (NFPA) 
Standard 1142: Standard on Water Supplies for Suburban and Rural Water Supplies. Please contact the 
Fire Marshal’s Office for special assistance and other requirements that may apply. 

NOTE: Within unincorporated Weld County, an approved and permitted residential fire sprinkler 
system is required in all newly constructed one- and two-family homes that have more than 3,600 
square feet above grade. 

 

http://www.ltwd.org/
http://www.cwcwd.com/
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Fire Department Connection (FDC) 

For all sprinkler systems installed in commercial buildings, the fire sprinkler system’s fire department 
connection (FDC) shall be a 5-inch Storz connection with a 30-degree downward angle for NFPA 13 
systems, or a single 2.5-inch connection for an NFPA 13R system. When sprinkler systems are installed 
with an accompanying standpipe system, the FDC shall be a two 2-½ inch Siamese connection. An 
approved fire hydrant shall be located within 150-feet of the fire department connection (FDC). 

Fire hydrants and FDCs shall be located on the same side of the fire apparatus access roadway as the 
building being protected. The location of both the fire hydrant and the FDC shall be approved by the Fire 
Code Official.  

A permanent sign shall be installed at the FDC that specifies fire sprinkler, sprinkler and standpipe, or 
standpipe. When an FDC serves multiple addresses and/or only portions of buildings (such as basement 
or standpipe), permanent signs shall be installed at the FDC identifying the location(s) served by the FDC. 

Fire Hydrant Flow Testing 

Flow tests are often required prior to the design of fire sprinkler systems, or to verify adequate municipal 
water supply is available for new developments. Oftentimes, the fire sprinkler system designer will 
schedule and complete the flow test in cooperation with the water provider. Front Range Fire Rescue 
does not perform hydrant flow tests, but does work with the water district that serves the property to 
ensure they are completed and documented appropriately. To schedule a flow test, please contact the 
water provider. Approved documentation of the final test results shall be provided to FRFR prior to final 
approval of the water supply system. 

DETERMINING FIRE FLOW AND FIRE HYDRANTS 

Considerations for Locating Fire Hydrants 

Existing fire hydrants in areas are allowed to be counted towards the required number of hydrants for 
the proposed building or development, provided the existing hydrants receive a flow test that 
demonstrates they provide sufficient flows and pressures. Hydrants on adjacent properties shall not be 
considered available unless fire apparatus access roads extend between properties and easements are 
established to prevent obstruction of such roads. 

Hydrants that are separated from the subject building by railroad tracks, bridges, arterial streets or 
differing grades shall not contribute to the required number of hydrants, unless approved by the Fire 
Code Official. 

Hydrants that are separated from the subject building by interstate highways, divided highways, or 
roadways with raised medians shall not contribute to the required number of hydrants. 

Undeveloped Areas 

Where new water mains are extended along streets where hydrants are not needed for protection of 
structures or similar problems, hydrants shall be provided at spacing not to exceed 1,000 feet to provide 
for transportation hazards.  

Fire Flow and Fire Hydrant Spacing 

Where a portion of the facility or building hereafter constructed or moved into or within FRFR 
jurisdiction is more than 400 feet from a hydrant on a fire apparatus access road, as measured by an 
approved route around the exterior of the facility or building, on-site fire hydrants and mains shall be 
provided were required by the fire code official. 
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 Exceptions:  

1. For Group R-3 and Group U occupancies, the maximum distance requirement shall be 600 feet. 
2. For buildings equipped throughout with an approved automatic sprinkler system, the distance 

requirement shall be 600 feet. 

Within the Towns of Johnstown and Milliken, the following fire code amendments have been adopted: 

Fire hydrants shall be spaced not more than 600 feet apart for Group R-3 occupancies and 350 feet 
apart for all other occupancies. 

 Exceptions: 

1. Single family residential construction located within rural areas not within a city’s growth 
management area or within a city boundary shall be required to have hydrants located within 
500 feet of any portion of the structure. 

2. Single family residential construction protected with a fire sprinkler system located within 
rural areas not within a city’s growth management area or within a city boundary shall be 
required to have hydrants located within one (1) mile of any portion of the structure. 

3. The fire code official is authorized to allow an alternate, approved means of water supply, such 
as in the NFPA 1142 standard. 

Determining Required Fire Flow 

Appendix B and C are used to determine required fire flow for all new buildings. Review Appendix B and 
apply the following tables based on the type of building(s) being constructed: 

Table B105.1(1): Required Fire Flow for one- and two-family dwellings, Group R-3 and R-4 
buildings, and townhouses 

Fire Flow Calculation 
Area (sq ft) Automatic Sprinkler System Minimum Fire Flow 

(gallons per min) 
Flow Duration (hours) 

0 – 3,600 No sprinkler system 1,000 1 

3,601 and greater No sprinkler system Value in Table 
B105.1(2) 

Duration in Table 
B105.1(2) at required rate 

0 – 3,600 Sprinkler system per 2018 IFC 
903.3.1.3 or 2018 IRC P2904 500 ½ 

3,601 and greater Sprinkler system per 2018 IFC 
903.3.1.3 or 2018 IRC P2904 

Half of value in Table 
B105.1(2) 

1 

NOTE: As you read each table, please be sure to read all footnotes as they apply to each building, to ensure the proper 
fire flow and duration are determined.  
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Table B105.1(2): Reference Table to establish fire flow and duration based on building 
construction type and size 
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Table B105.2: Required Fire Flow for buildings other than those in Table B105.1(1) 
Automatic Sprinkler System 

(design standard used) 
Minimum Fire Flow 

(gallons per min) 
Flow Duration (hours) 

No sprinkler system Value in Table B105.1(2) Duration in Table B105.1(2) 

2018 IFC 903.3.1.1 25% of the value in Table B105.1(2)* 
Duration in Table B105.1(2) at the 

reduced flow rate 

2018 IFC 903.3.1.2 25% of the value in Table B105.1(2)* 
Duration in Table B105.1(2) at the 

reduced flow rate 

* The reduced fire flow shall be not less than 1,500 gallons per minute 

Once fire flow is determined, Appendix C is used to determine the required number of fire hydrants. The 
minimum number of fire hydrants for each building is determined based on Table C102.1: 

Fire Flow Requirement (gpm) Minimum Number of Hydrants 

1,750 or less 1 

1,751 to 2,250 2 

2,251 to 2,750 3 

2,751 to 3,250 3 

3,251 to 4,000 4 

4,001 to 5, 000 5 

5,001 to 5,500 6 

5,501 to 6,000 6 

6,001 to 7,000 7 

7,001 or more 8 or more 

Refer to the Fire Hydrant Number and Distribution section below to determine required spacing for fire 
hydrants. Be sure to also take into account that a fire hydrant must be located within 150 feet of any fire 
department connection (FDC) on a building that is equipped with one. 

Fire Hydrant Number and Distribution 

The minimum number and distribution of fire hydrants available to serve a building shall not be less than 
that listed in Table C105.1 below. 

                                                                  Figure 5: Number and Distribution of Fire Hydrants 

Footnotes a, b and c from the previous table are specific local amendments to the 2018 IFC: 

APPLICATION SPACING BETWEEN 
HYDRANTS (feet) a,b 

MAXIMUM DISTANCE FROM THE CLOSEST 
POINT ON A BUILDING TO A HYDRANT 

(feet)  

Urban O n e -  and Two-Family Dwellings, Group 
R-3 and R-4, and townhouses 

600 600 

Rural O n e -  and Two-Family Dwellings, Group  
R-3 and R-4, and townhouses 1,000 1,000 

All other buildings 350 400c 
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a. Where streets are provided with median dividers that cannot be crossed by firefighters pulling 
hose lines, or are arterial streets, hydrant spacing shall average 350 feet on each side of the 
street and be arranged on an alternating basis. 

b. Where new water mains are extended along streets where hydrants are not needed for 
protection of structures or similar fire problems, fire hydrants shall be provided at spacing not 
to exceed 1,000 feet to provide for transportation hazards. 

c. For buildings equipped with a fire department connection, see Section 507.5.1.1. 

UNDERGROUND FIRE LINES 

All contractors installing underground fire line shall possess and maintain current and valid State of 
Colorado, Division of Fire Prevention and Control as a Fire Protection System Contractor-Underground. 
All underground water lines serving fire protection systems shall be installed in accordance with State of 
Colorado regulations 8 CCR 1507-11 and NFPA 24: Standard for the Installation of Private Fire Service 
Mains and Their Appurtenances. New underground fire lines shall be inspected and approved by a 
Certified Fire Inspector. All installations shall be documented using the Contractor’s Material and Test 
Certificate for Underground Piping, or other approved form.  

The following requirements will be verified during the field inspection process: 

Superflush 
Underground piping from the municipal water supply to the system riser, including all lead-in 
connections to the system riser and any associated fire hydrants, shall be completely flushed before the 
connection is made to downstream fire protection system piping. The flushing operation shall continue 
until water flow is verified to be clear of debris. The minimum rate of flow shall be in accordance with 
NFPA 24 Table 10.10.2.1.3. 

Hydrostatic Testing 

Hydrostatic testing shall be completed in accordance with NFPA 24 Sections 10.10.2.2.1 through 
10.10.2.5.2.  

Hydrostatic testing should be completed before the piping joints are covered, so that any leaks can be 
detected. Thrust blocks should be sufficiently hardened before hydrostatic testing is begun. If the joints 
are covered and backfilled prior to testing, the contractor remains responsible for locating and correcting 
any leakage in excess of that permitted.  

Acceptable test results shall be determined by indication of either a pressure loss of less than 5 psi, as 
shown on the attached gauge, and/or by no visible leakage, as determined by the fire inspector.  

The trench shall be backfilled between piping joints prior to the test, to prevent pipe movement. 

Where required for safety measures presented by the hazards of open trenches, the pipe and joints shall 
be permitted to be backfilled, provided the installing contractor takes the responsibility for locating and 
correcting leakage. 

ADDRESSING AND STREET NAMES 

The naming of streets and assignment of addresses is a responsibility of the municipality (town and/or 
county). Front Range Fire Rescue reviews proposed street names and addresses as a “second set of eyes” 
to ensure that street naming and addressing conventions are followed. Additionally, this serves as a 
valuable opportunity to ensure that duplicate street names in different communities are avoided. 

Within Larimer County, all municipalities have agreed to abide by roadway naming standards designated 
in multiple documents, such as the Street Inventory System, Approved Suffixes, and Rules of the Streets. 
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These requirements can be found at: www.larimer.org/streets/ An additional approval process is 
required by the involvement of the Larimer Emergency Telephone Authority (LETA). LETA must also 
approve all proposed street names prior to final plat. To contact LETA, please call 970-962-2170 or visit 
their website at http://leta911.org. 

Street or Road Signs 

Streets and roads shall be identified with approved signs. Temporary signs shall be installed at each 
street intersection when construction of new roadways allows passage by vehicles. Signs shall be of an 
approved size, weather resistant, and shall be maintained until replaced by permanent signs. 

Building Identification 

All new and existing buildings shall have approved address numbers, building numbers, or approved 
building identification placed in a position that is plainly legible and visible from the street or road 
fronting the property. The color of the numbers shall contrast with their background. Address numbers 
shall be Arabic numbers or alphabetical letters. Numbers shall be a minimum size and stroke width, 
related to the size of the structure. Where access is by means of a private road and the building cannot be 
viewed from the public way, a monument, pole or other sign or means shall be used to identify the 
structure. 

Address Numeral Size and Location 

Approved address numerals shall be visible from the street fronting the property. Address numbers for 
any commercial or industrial building shall be placed high enough to be clearly visible from the street. 
Depending upon the building arrangement, a new building may be required to post address identification 
in more than one location.  

New residential buildings that contain not more than two dwelling units shall have minimum 4-inch-high 
numbers with a minimum stroke width of ½ inch. Individual suite or unit addresses shall be displayed 
with minimum 4-inch-high numbers with a minimum stroke width of ½ inch. 

New multiple family or commercial buildings shall have minimum 6-inch-high numbers with a minimum 
stroke width of one (1) inch, with larger numbers required based on building size and set-back from the 
roadway. 

New buildings three or more stories in height, or with a floor area of 15,000 to 100,000 square feet, shall 
have minimum 8-inch-high numbers with a minimum stroke width of one (1) inch. Buildings with a total 
floor area of greater than 100,000 square feet shall have minimum 12-inch-high numbers with a 
minimum stroke width of two (2) inches. Where building setback exceeds 100 feet from the street or 
access road, additional numbers shall be displayed at the property entrance.  

The Fire Code Official may require address numbers to be displayed on more than one side of the 
building and may require the street name to be displayed along with the address numbers. 

KEY BOXES 

Where access to or within a structure or an area is restricted because of secured openings or where 
immediate access is necessary for life saving or firefighting purposes, the Fire Code Official is authorized 
to require a key box to be installed in an accessible location. The key box shall be of an approved type 
listed in accordance with UL 1037 and shall contain keys to gain access as required by the Fire Code 
Official. 

FRFR requires a key box to be installed on any building with a monitored fire protection system. FRFR 
will designate the approved location(s) for key box installation. More than one key box may be required 

http://www.larimer.org/streets/
http://leta911.org/
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to be installed due to the size or use of a structure. The number of required key boxes will be determined 
at the time of site or building permit review.  

The top of the key box shall be installed 60 to 72 inches above the finished grade.  

Information on ordering key box supplies from the Knox Company can be found by visiting their website 
at www.knoxbox.com. Simply click the red “BUY” box, select Colorado, and enter Front Range Fire Rescue 
in the local fire department box. 

CONTRACTOR LICENSING AND/OR REGISTRATION 

All persons performing installation and/or repair of fire sprinkler systems are required to possess and 
maintain valid Registration with the State of Colorado Division of Fire Prevention and Control. This 
registration may be verified in the field by FRFR inspectors at any time.  

All contractors designing, installing, servicing and/or repairing fire protection systems within FRFR 
jurisdiction are required to possess and maintain current certification, licensure and/or registration that 
is required by local, state and/or federal governing bodies.  

On every job site where work is being done on a fire protection system, there must be at least one 
supervisor and/or employee who possesses the required certification, license and/or registration. 
The Compliance Engine 

All contractors performing inspections, testing and/or maintenance of fire protection systems within 
FRFR jurisdiction must register with The Compliance Engine via their website 
(www.thecomplianceengine.com), and upload reports for all work completed on these systems. 

GENERAL CONSTRUCTION AND FIRE PROTECTION SYSTEM PERMITS AND INSPECTIONS 

Front Range Fire Rescue (FRFR) will issue permits to Applicants after the plan review process has been 
completed and plans have been confirmed as complying with the adopted fire code. The Applicant shall 
be responsible for obtaining valid permits from the municipal jurisdiction (e.g., Town of Milliken, Town of 
Johnstown, or County) in addition to any FRFR required permits.  

FRFR will perform periodic inspections for all permits issued by the district. A final inspection from FRFR 
is required in order for the owner/occupant to obtain a Certificate of Occupancy (CO) or Letter of 
Completion prior to occupying the building. FRFR inspectors will complete rough wiring inspections for 
fire alarm system projects. Final inspections for FRFR building permit (general construction) and fire 
protection systems (fire alarm, fire sprinkler, commercial hood system, etc) shall be scheduled for the 
same time and all applicable contractors must be present for testing and inspecting. For these multi-
systems inspections, the general contractor or owner is responsible for coordinating with all involved 
sub-contractors and FRFR for attendance. For inspections that only involve fire protection systems, the 
fire protection system contractor shall be responsible for scheduling the inspection with FRFR.  

Prior to scheduling any inspections, Contractors shall read all FRFR comments and/or conditions that 
were issued with the permit to ensure that all requirements have been met prior to scheduling the 
inspection.  

The project address and permit number(s) must be provided when scheduling inspections. 

To schedule an inspection with FRFR, please call (970)587-4464 or email Plans@FRFR.co at least 48 
hours prior to the desired date and time of the inspection. 

 

http://www.knoxbox.com/
http://www.thecomplianceengine.com/
mailto:Plans@FRFR.co
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FEE SCHEDULE AND IMPACT FEES 

Pursuant to Section § 32-1-1002(1)(e), CRS, Front Range Fire Rescue’s Board of Directors adopts an 
annual fee schedule for all plans, permits, and other documents and processes. The adopted fee schedule 
is available for review and download through the FRFR website.  

For all permit applications, the Applicant shall complete the appropriate permit application form and 
shall pay the appropriate non-refundable plan review and permit fees, as indicated on the FRFR Fee 
Schedule. All applicable fees shall be paid before permits are released. 

Impact Fees 

Impact fees are a one-time payment that is intended to fund the construction and expansion of public 
facilities needed to accommodate new development, as determined by level of service standards, with the 
intent being that new development pays for its proportionate share of the capital costs of additional 
infrastructure capacity to serve the new development. The develop must submit a signed Impact Fee 
Form with the other documentation required by the Town as part of the development permit application 
process. If the Town denies the application, the developer is not required to pay the Impact Fee or make 
an In-Kind Contribution to FRFR. If the Town grants the application and issues a building permit, the 
developer must pay the Impact Fee and/or make the In-Kind Contribution, or enter into a written 
agreement with FRFR to make the In-Kind Contribution, before the Town will issue a Certificate of 
Occupancy in connection with the development. The Impact Fee Form is included in this document as 
Appendix B. 

On December 3, 2018, the Town of Johnstown enacted ordinance number 2018-154, which amended the 
Town’s municipal code Section 17-230 to allow FRFR to collect impact fees beginning 12-13-2018. 

On April 22, 2020, the Town of Milliken enacted ordinance number 781, which amended the Town’s 
municipal code section 18-1-710 to allow FRFR to collect impact fees beginning on 07-01-2020. 

On April 27, 2022, Larimer County approved an Intergovernmental Agreement to implement fire service 
impact fees within FRFR jurisdiction in unincorporated Larimer County beginning on 05-11-2022.  

 
 

 

 

 

 

 

 

 

 

 

 

 

RESIDENTIAL 

UNIT TYPE FEE PER DWELLING UNIT 

Single Family* or Two-Family $1,087.00 

Multi-Family $692.00 

* A Townhome is a single-family home 

NON-RESIDENTIAL 

UNIT TYPE FEE PER SQUARE FOOT 

Any Non-Residential $0.60 
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FIRE SPRINKLER PERMITS  

Submittals for all fire sprinkler system permits shall include the following information. This list is not 
intended to be inclusive of all requirements for a fire alarm submittal, but rather as a guide to indicate 
minimum requirements. 

• Completed Plan Review/Permit Application form 
• One (1) complete set of all electronic plans for the building and all systems 

o If electronic submittal is not possible, then two (2) complete sets of printed plans 
(minimum 1/8” scale) shall be provided for review  

• PE or NICET Level III stamps on all plans 
• Minimum of one (1) set of material cut sheets 
• Hydraulic calculations 
• State of Colorado sprinkler form 
• Water supply information 
• Copy of current/valid State of Colorado Registration 
• NFPA Working Plans Checklist 

Fire Department Connections (FDCs) shall be provided for all buildings with installed fire sprinkler 
systems. The FDC shall be a five (5) inch Storz connection with a 30-degree downward angle. 

RESIDENTIAL FIRE SPRINKLER SYSTEMS 

Requirements for installation of residential fire sprinkler systems are governed by the local adoption of 
the International Residential Code. In addition, installation of a residential fire sprinkler system may be 
required if there is inadequate access and/or water supply to the dwelling, as required by the adopted 
International Fire Code.  

When a residential fire sprinkler system is installed, whether required by code or not, Front Range Fire 
Rescue shall complete a plan review and issue a permit prior to system installation.  

Each dwelling unit with a residential sprinkler system installed shall have at least one notification 
appliance installed inside to alert occupants to system activation. 

Each dwelling unit with a residential sprinkler system installed shall have an outside horn-strobe 
notification appliance installed within ten feet of the primary entry to the dwelling.  

FIRE ALARM PERMITS  

Submittals for fire alarm system permits shall include the following information. This list is not intended 
to be inclusive of all requirements for a fire alarm submittal, but rather as a guide to indicate minimum 
requirements: 

• Completed Plan Review/Permit Application form 
• Complete electronic set of all plans for the building and all systems  
• PE or NICET Level III stamps on all plans 
• Complete set of all material cut sheets 
• Voltage drop calculations 
• Battery calculations 
• Symbols list 
• Sprinkler riser diagram 

Every building with a monitored fire alarm system shall have a Knox box installed at approved location. 
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All fire alarm system wiring shall be red in color. 

FRFR will perform all fire alarm system rough wiring inspections if the inspections are not completed 
during building’s electrical inspection. This inspection is separate and independent from the Town’s 
rough wiring inspection of the overall building electrical system. 

COMMERCIAL KITCHEN HOOD SUPPRESSION AND DUCT EXHAUST SYSTEMS 

Any commercial cooking that produces grease-laden vapors must be performed beneath an approved 
hood system that includes fire suppression capabilities. Installation and/or modification of any 
commercial kitchen hood system requires FRFR plan review and permit prior to changes being made. 

Commercial kitchen hood suppression systems must meet the following requirements: 

• Comply with NFPA 13, NFPA 17, and UL 300 standards, as well as adopted International Fire Code, 
International Building Code, International Mechanical Code, and any applicable local amendments 
and/or rules. 

• Design plans must show interconnection for fuel supply and electrical shut-off, ventilation control, 
damper control, and associated ducting systems. 

• All commercial kitchen hood systems must be electronically monitored by an approved fire alarm 
system as a dedicated zone. 

• Appropriate Class K portable fire extinguishers properly mounted within 30 feet of the cooking 
location. 

• A manual system actuator must be provided at least 10 feet, and not more than 20 feet, from the 
cooking location. 

The following information shall be included with all permit submittal packages: 

• Copy of the design/installation contractor’s applicable state license/registration 
• Completed FRFR Plan Submittal Application form with complete and correct project information 
• Complete set of all material cut sheets 
• Complete project plans to show all cooking locations, all suppression system information and all 

exhaust duct specifications. 
• If printed plans are provided, a minimum of two (2) complete set of plans, printed to 1/8th inch 

scale shall be provided 

PUBLIC SAFETY RADIO AMPLIFICATION SYSTEM 

Section 510 of the adopted 2018 International Fire Code requires that all new buildings shall have 
approved radio coverage for emergency responders within the building, measured at the exterior of the 
building.  

Radio amplification systems shall be designed and installed in accordance with Section 510 of the 2018 
IFC as well as NFPA 70 and NFPA 1221. The emergency responder radio enhancement system shall be 
monitored by the building’s automatic fire alarm system.  

NFPA 1221, Section 5.5: Wiring Inside Buildings: 

Fire-resistive cable systems shall be designed and installed in accordance with NFPA 70, Article 728. All 
wiring systems associated with or connected to the building’s fire alarm system shall be designed and 
installed in accordance with NFPA 70, Article 760. 

1. All wiring shall be installed so that it is protected from physical damage 
2. Where fire survivability is required, a listed electrical circuit protective system or a fire-rated 

cable that is listed to maintain circuit integrity shall be used. 
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3. Where installed in buildings, conductors and fiber-optic cables shall be installed in accordance 
with NFPA 70 in any one of the following wiring methods: 

a. Electrical metallic tubing 
b. Intermediate metal conduit 
c. Rigid metal conduit 
d. Surface metal raceways 
e. Reinforced thermosetting resin conduit 

NFPA 72, Section 24 pathway survivability requirements: 

In accordance with 24.3.13.8.1, emergency responder radio coverage systems shall have a pathway 
survivability of Level 1, Level 2 or Level 3. Level 1 survivability is only permitted if the entire building is 
fully protected by an approved automatic fire sprinkler system. If leaky feeder cable is utilized as the 
system antenna, it shall not be required to be installed in a metal raceway. 

1. The feeder and riser coaxial cables shall be rated as plenum cables. 
2. Riser coaxial cables shall be rated as riser cables and routed through a 2-hour-rated enclosure. 
3. The connection between the riser and feeder coaxial cables shall be made within the 2-hour-rated 

enclosure, and passage of the feeder cable in and out of the enclosure shall be firestopped to 2-
hour ratings. 

HAZARDOUS MATERIALS ANALYSIS 

Proposed structures that are intended to contain materials that pose a health and/or physical risk, as 
defined in the Fire Code, and if used, stored or handled on site, must submit a completed Hazardous 
materials Impact Statement (HMIS) to FRFR at the time of building permit application. The HMIS must be 
prepared by a licensed design professional in accordance with Chapter 50 – General Provisions for 
Hazardous Materials, Tables 5003.1.1(1) through 5003.1.1(4), and Fire Code Appendix E – Hazard 
Categories. The HMIS shall include the following information for each material: 

• Product name 
• Component(s) 
• Chemical Abstract Service (CAS) Number 
• Location(s) where stored and/or used 
• Container size 
• Hazard classification 
• Amount in storage 
• Amount in use – closed systems (no vapors escaping to the atmosphere) 
• Amount in use – open systems (vapors may escape to the atmosphere) 
• Maximum Allowable Quantity (MAQ) 
• MAQ Exceeded (yes or no) 

Front Range Fire Rescue can provide worksheets to assist design professionals with submitting the 
required hazardous materials information. The worksheets were designed based on the four tables from 
Chapter 50 of the Fire Code listed above. Completion of these worksheets will help provide very valuable 
information to ensure that the property Occupancy Group of the structure and/or area is determined.  
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REQUIREMENTS DURING CONSTRUCTION AND/OR DEMOLITION 

Please refer to Chapter 33 of the adopted International Fire Code for additional information and 
specifications on fire safety during construction and demolition. 

Construction Site Access 

General Contractor shall provide FRFR Knox Padlocks to all security gates. 

Building address shall be clearly posted and displayed throughout all phases of construction. 

A reliable water supply shall be provided as soon as combustible material arrives on site.  

Approved vehicle access shall be provided to all construction and demolition sites. Vehicle access shall be 
provided to within 100 feet of any fire department connection (FDC). Approved vehicle access must be 
provided to within 150 feet of all portions of the exterior walls of the first story of combustible 
construction, as measured by an approved route around the exterior of the building. The road surface 
must be asphalt, concrete or another approved, all-weather surface capable of supporting 80,000 pounds. 
If the surface is not asphalt or concrete, plans must include the stamp of a professional engineer to verify 
the surface is all-weather and able to accommodate fire apparatus weight (80,000 pounds). 

Hazardous Materials 

If any above-ground storage tanks of 500 gallons or more are used for dispensing of gasoline and/or 
diesel during any stage of construction, please provide a detailed site plan showing intended location, as 
well as detailed specifications and information on contents. Associated safety/control measures must be 
clearly defined, including spill containment and vehicle impact protection. FRFR requires plan review, 
permitting, and inspection prior to tank installation.  

Fire Hydrants – General Requirements 

All hydrants shall be in place and operational prior to any combustible material being brought on site. 

The main outlet shall be facing the street/parking lot with a minimum 18-inch clearance from the 
finished grade to the center of the main outlet connection.  

Hydrants shall be set back at least three (3) feet from the curb face and shall be at least three (3) feet 
from vegetation at full maturity (with the exception of grass and ground cover), as well as fences, bushes, 
tress, walls or any other fixed or moveable object. Minimum six (6) feet overhead clearance shall be 
provided for each hydrant. 
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